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{C 000} Initial Comments {C 000}

Report of a Follow-Up Construction Survey by Ed 
Miller on August 28, 2015.

The following deficiencies cited during the July 9, 
2015, Follow-upl Construction Survey, have not 
been satisfactorily corrected and will require a 
new Plan of Correction.

 

{C 101} Existing Licensed Fac- No less than '71 Rules

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0301 APPLICATION OF 
PHYSICAL PLANT REQUIREMENTS
The physical plant requirements for each adult 
care home shall be applied as follows:
(2)  Except where otherwise specified, existing 
licensed facilities or portions of existing licensed 
facilities shall meet licensure and code 
requirements in effect at the time of construction, 
change in service or bed count, addition, 
renovation, or alteration; however in no case shall 
the requirements for any licensed facility where 
no addition or renovation has been made, be less 
than those requirements found in the 1971 
"Minimum and Desired Standards and 
Regulations" for "Homes for the Aged and Infirm", 
copies of which are available at the Division of 
Health Service Regulation, 701 Barbour Drive, 
Raleigh, North Carolina, 27603 at no cost;

This Rule  is not met as evidenced by:

{C 101}

Based on observation, the facility failed to meet 
the Code requirements in effect at the time of 
construction by not having all of the required 
components of doors equipped with Special 
Locking Arrangements. This could effect all 
occupants who would need to evacuate through 
the door(s) if the exit were obstructed.
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{C 101}Continued From page 1{C 101}

Findings on July 9, 2015:
a. The exit door at the kitchen service corridor 
has a magnetic lock installed and there is not an 
emergency release switch provided. This is not in 
accordance with the NC State Building Code 
requirement to have an emergency release 
switch located within 3 feet of the locked door.

{C 189} Building Equipment Maintained Safe, Operating

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0311 OTHER 
REQUIREMENTS
(a)  The building and all fire safety, electrical, 
mechanical, and plumbing equipment in an adult 
care home shall be maintained in a safe and 
operating condition.
(k)  This Rule shall apply to new and existing 
facilities with the exception of Paragraph (e) 
which shall not apply to existing facilities.

This Rule  is not met as evidenced by:

{C 189}

9. Based on observation, the Building was not 
maintained in a safe and operating condition, 
because the fire sprinkler escutcheon plates were 
impaired, exposing openings in the ceiling that 
could allow the passage of smoke and heat. This 
would affect all residents, staff and visitors, if the 
fire suppression system does not operate in a 
timely manner and cannot contained fire in the 
Room or compartment of origin.
Findings on July 9, 2015:
a. The fire sprinkler escutcheon plate had 
dropped down from the ceiling at the following 
locations to include but not limited to:
i. Corridor outside of Spa 2.
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{C 199}Continued From page 2{C 199}

{C 199} Exhaust Ventilation

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0311 OTHER 
REQUIREMENTS
(g)  The spaces listed in this Paragraph shall be 
provided with exhaust ventilation at the rate of 
two cubic feet per minute per square foot.  This 
requirement does not apply to facilities licensed 
before April 1, 1984, with natural ventilation in 
these specified spaces:
(1)  soiled linen storage;
(2)  soil utility room;
(3)  bathrooms and toilet rooms;
(4)  housekeeping closets; and
(5)  laundry area.
(k)  This Rule shall apply to new and existing 
facilities with the exception of Paragraph (e) 
which shall not apply to existing facilities.

This Rule  is not met as evidenced by:

{C 199}

1. Based on Observation, the facility failed to 
provide an environment in accordance with this 
Rule by not maintaining the ventilation where 
odors are generated. This could affect all 
residents, staff and visitors by subjecting them to 
odors.
Findings on March 26, 2015:
a. The exhaust fan was not running, at the 
following locations to include but not limited to:
i. Bedroom 9.
ii. Bedroom 15
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